ORDINANCE NO.  2009 - 
AN ORDINANCE OF THE CITY OF HALLANDALE BEACH, FLORIDA, AMENDING CHAPTER 8 BUILDING, CONSTRUCTION AND CONDOMINIUMS; ARTICLE IV. CONDOMINIUM; SECTION 113 EMERGENCY GENERATOR AND EMERGENCY OPERATIONS PLANS REQUIRED, SUBSECTION (D),   PROVIDING FOR SEVERABILITY, AND AN EFFECTIVE DATE
WHEREAS, the Commission desires to amend the deadline to comply with the provisions of the section concerning emergency operations plans.

NOW, THEREFORE, BE IT ENACTED BY THE CITY OF HALLANDALE BEACH, FLORIDA, AS FOLLOWS:

Section 1.
Section 8-113 of the City of Hallandale Beach Code of Ordinances is amending Chapter 8, Article IV. Condominiums to read as follows:

Sec. 8-113 Emergency generator and emergency operations plans required.

  *    *   *   *
(a) Any person, firm, or corporation owning or operating residential multi-family dwellings, including condominiums within the city, containing an elevator shall be required to provide the building with an alternate power source. The purpose of such an alternate power source is to provide emergency power for the operation of all pertinent life safety systems and at least one elevator giving all residents daily access for a number of hours each day in accordance with the building's emergency operations plan over a five-day period following the event of a disruption of the regular supply of electricity in the case of a natural disaster or other emergency or other civil disturbance, when the normal supply of electricity furnished is interrupted.
(b) At minimum, one elevator on the premises must be appropriately pre-wired and prepared to accept an emergency generator connected on the line side of the main disconnect. Residential multi-family dwellings must have an available emergency generator and fuel source on the property or have a plan identified in the emergency operations plan affirming affirmation of the management's process for obtaining such equipment and fuel source to operate the elevator on an on-call basis within 24 hours after a disruption of power. Available fuel source shall be no less than the amount necessary to operate the emergency generator for a number of hours each day in accordance with the building's emergency operations plan over a five-day period as per the emergency operations plan following the event of a disruption of the regular supply of electricity. In addition to operating one elevator, the emergency power source shall be sufficient to operate all life safety systems, including emergency lighting, for a number of hours each day over a five-day period as per the emergency operations plan following the event of a disruption of the regular supply of electricity. Such emergency generators shall also provide sufficient water pressure for domestic use for a number of hours each day over a five-day period.
(c) Each person, firm or corporation that is required to maintain an alternate power source under this section shall maintain a written emergency operations plan which shall detail the sequence of operations before, during and after a natural disaster or other emergency situation shall include at a minimum, a life safety plan for evacuation, maintenance of the lighting supply, the water pressure, the electrical supply to the elevators a minimum of one elevator, maintenance of the alternate power source, identify the fuel source to be on-hand and/or procured in case of emergency, and provide for the health, safety and welfare of the residents, and is to include in such plans the contingency that the building may be rendered unsafe for occupancy. In addition, the owner, manager or operator of the residential multi-family dwelling must keep written records of any contracts for alternate power generation equipment, should such a contract be in place, and maintain a list of all non-ambulatory residents and there unit numbers. A logbook containing a listing of quarterly inspections by the manufacturer or licensed contractor to ensure the generator is in good and working condition, if applicable, as well as the written emergency operations plan, shall be maintained on the premises. The logbook and written emergency operations plans, shall be open for periodic regular inspections by the city, the cost of which inspections shall be provided in accordance with a fee schedule established by the city. The city shall conduct inspections at least once per year. In addition, for emergency purposes, any person, firm, or corporation operating residential multi-family dwellings, including condominiums, shall have a generator key located in a lock box posted at or near the generator. In addition, a copy of the emergency operations plan must be submitted to the fire department to keep on record.
(d) Compliance with the requirements above shall be required on all new construction within the city. Each person, firm or corporation that is required to maintain an alternate power source under this section shall be required to comply with the provisions of the section concerning emergency operations plans by June 1, 2007. Compliance with the remainder of the section shall be required within three years one year of from the adoption of this ordinance. If there is a showing of financial hardship, the City Manager may grant an additional extension for compliance of the remainder of this section. 
  *    *   *   *

Section 2.
Severability.  If any word, clause, phrase, sentence, paragraph, or section of this Ordinance is held to be invalid by a Court of competent jurisdiction, such declaration of invalidity shall not affect any other word, clause, phrase, sentence, paragraph, or section of this Ordinance.
Section 3.
This Ordinance shall take affect immediately upon adoption.

PASSED AND ADOPTED on first reading December 16, 2009.

PASSED AND ADOPTED on second reading _____________, 2010.








____________________________








 Mayor-Commissioner

ATTEST: 

________________________

City Clerk
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